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NEW WORK KEYED NOTES:
(THIS DRAWING ONLY)

@ MAKE CONNECTIONS TO EXISTING LIGHTING CIRCUIT AT STAIRWELL
o AREA ON FLOORS BELOW.

(2) THIS FIXTURE SHALL BE UNSWITCHED.
(3 NO WORK IN THIS SPACE.

three inches = one foot

@ CEILING FIXTURE OVER MIRROR, COORDINATE EXACT LOCATION PRIOR
TO ROUGH-IN.

@ COORDINATE EXACT LOCATION OF SWITCHES WITH VA FOR ELEVATOR
) LOBBY PRIOR TO INSTALLATION.

@ PROVIDE DUAL SWITCHING FOR LIGHTING IN THIS SPACE. SWITCH
INNER LAMPS ON FIRST SWITCH AND OUTER LAMPS ON SECOND
SWITCH, CONSISTENTLY THROUGH ROOM.

@ THIS FIXTURE SHALL BE EQUIPPED WITH A GENERATOR TRANSFER
° DEVICE AND SHALL BE CONNECTED TO BOTH A SWITCHED LEG OF
THE NORMAL POWER CIRCUIT AND AN UNSWITCHED LEG OF THE
EMERGENCY POWER CIRCUIT INDICATED. SEE GENERATOR TRANSFER
DRIVE WIRING DIAGRAM SHEET EQO1.

MAKE ALL CONNECTIONS TO EXISTING NORMAL POWER LIGHTING
CIRCUIT LEFT ABANDONED IN THIS SPACE.

@ @ @ @ @ @ @ @ @ COORDINATE EXACT MOUNTING HEIGHT OF LINEAR SUSPENDED

| | | | | | | | | | FIXTURE PRIOR TO INSTALLATION.

one and one—half inches = one foot

N , a o , , , , , , L COORDINATE EXACT MOUNTING HEIGHT OF WALL—MOUNTED LINEAR
SCONCE PRIOR TO ROUGH-IN.
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